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May 18, 2017        File no. SI-MI-SM-NE-540 
 
The Corporation of the Village of Newbury 
22910 Hagerty Road 
Newbury, Ontario N0L 1Z0 
 
Attention: Ms. Betty Gordon, Clerk Treasurer 
 
Re:  Newbury Drinking Water System Inspection Report (WW# 260005463) 

Inspection conducted on April 19, 2017 
 
Dear Ms. Gordon, 
 
The enclosed Drinking Water Inspection Report outlines non-compliance, if any, with Ministry legislation, 
and policies for the above noted water system.  Violations noted in this report, if any, have been 
evaluated based on community risk.  These violations will be monitored for compliance with the minimum 
standards for drinking water in Ontario as set forth under the Safe Drinking Water Act and associated 
regulations.  Where risk is deemed to be high and/or compliance is an ongoing concern, violations will be 
forwarded to this Ministry’s Investigation and Enforcement Branch. 
 
In order to measure individual inspection results, the Ministry has established an inspection compliance 
risk framework based on the principles of the Inspection, Investigation & Enforcement (II&E) Secretariat 
and advice of internal/external risk experts.  The Inspection Summary Rating Record (IRR) provides the 
Ministry, the system owner and the local Public Health Units with a summarized quantitative measure of 
the drinking water system’s annual inspection and regulated water quality testing performance.   
 
Section 19 of the Safe Drinking Water Act (Standard of Care) creates a number of obligations for 
individuals who exercise decision-making authority over municipal drinking water systems. Please be 
aware that the Ministry has encouraged such individuals, particularly municipal councillors, to take steps 
to be better informed about the drinking water systems over which they have decision-making authority. 
These steps could include asking for a copy of this inspection report and a review of its findings. Further 
information about Section 19 can be found in “Taking Care of Your Drinking Water: A guide for members 
of municipal council” found under “Resources” on the Drinking Water Ontario website at 
www.ontario.ca/drinkingwater. 
 
Please note the attached IRR methodology memo describing how the risk rating model has improved to 
better reflect the health related and administrative non-compliance found in an inspection report. IRR 
ratings are published (for the previous inspection year) in the Ministry’s Chief Drinking Water Inspector’s 
Annual Report. If you have any questions or concerns regarding the rating, please contact Tom Clubb, 
Drinking Water Program Supervisor, at (519) 873-5122. 
 
 
If you have any questions regarding the report, please feel free to call me at (519) 873-5065. 
 
Yours truly, 

 
Neville Rising, P.Eng.     cc.  Middlesex London Health Unit 
Provincial Officer      Lower Thames River Conservation Area 
London District Office      London District File 

http://www.ontario.ca/drinkingwater
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OWNER INFORMATION:
Company Name: NEWBURY, THE CORPORATION OF THE VILLAGE OF
Street Number: 22910 Unit Identifier:
Street Name: HAGERTY Rd
City: NEWBURY
Province: ON Postal Code: N0L 1Z0

 CONTACT INFORMATION
_____________________________________________________________________________________________________________________

Type: Main Contact Name: Betty Gordon
Phone: (519) 693-4941 Fax: (519) 693-4340
Email: vnewbury@on.aibn.com
Title: System Admin Contact for Newbury Distribution System

INSPECTION DETAILS:

Site Name: NEWBURY (WEST ELGIN AWS) DISTRIBUTION SYSTEM
Site Address: 22910 HAGERTY RD N NEWBURG  N0L 1Z0
County/District: Newbury
MOECC District/Area Office: London District
Health Unit: MIDDLESEX-LONDON HEALTH UNIT
Conservation Authority:
MNR Office:
Category: Large Municipal Residential
Site Number: 260005463
Inspection Type: Unannounced
Inspection Number: 1-F6WFA
Date of Inspection: Apr 19, 2017
Date of Previous Inspection: Apr 18, 2016

 COMPONENTS DESCRIPTION
______________________________________________________________________________________________________________________

Site (Name): MOE DWS Mapping
Type: DWS Mapping Point Sub Type:

____________________________________________________________________________________________________________________

Site (Name): Distribution system
Type: Other Sub Type: Other
Comments:
The Newbury Water Distribution System was constructed in 1991 and involves several components as follows:
1 - a connection to the Southwest Middlesex DWS that receives water from the West Elgin Distribution System
2 - a water transmission line from the point of connection to the Village of Newbury
3 - a water distribution system within the Village of Newbury with 187 service connections
4 - associated watermain appurtenances such as valves, hydrants, air release chambers, drains, etc...    

____________________________________________________________________________________________________________________
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INSPECTION SUMMARY:

Introduction

• The primary focus of this inspection is to confirm compliance with Ministry of the Environment and Climate
Change (MOECC) legislation as well as evaluating conformance with ministry drinking water policies and 
guidelines during the inspection period.

This drinking water system is subject to the legislative requirements of the Safe Drinking Water Act, 2002 
(SDWA) and regulations made therein, including Ontario Regulation 170/03, "Drinking Water Systems" 
(O.Reg. 170/03).  This inspection has been conducted pursuant to Section 81 of the SDWA.

This report is based on an inspection of a "stand alone connected distribution system".  This type of 
system receives treated water from a separately owned "donor" system.   This report contains elements 
required to assess key compliance and conformance issues associated with a "receiver" system.  This 
report does not contain items associated with the inspection of the donor system, such as source waters, 
intakes/wells and treatment facilities.

This inspection report does not suggest that all applicable legislation and regulations were evaluated.  It 
remains the responsibility of the owner to ensure compliance with all applicable legislative and regulatory 
requirements.

As part of the inspection, several documents were reviewed to support the conclusions and inferences presented 
within this report. Generally, these include but are not limited to:

1. Municipal Drinking Water License # 249-101, Issue #1 dated August 23, 2011
2. Municipal Drinking Water License # 249-101, Issue #2 dated August 2, 2016
3. Drinking Water Works Permit # 249-201, Issue #1 dated August 23, 2011
4. Drinking Water Works Permit # 249-201, Issue #2 dated August 2, 2016
5. Newbury Operations and Maintenance Manual dated February 19, 2016 (Version #4)

Other documents reviewed include microbiological and chemical testing results, logsheets, etc. It should be noted 
that this inspection covers the period from April 1, 2016 to March 31, 2017.

The Newbury Distribution System receives drinking water from Southwest Middlesex Drinking Water System 
(Waterworks #260005502) which receives treated water from West Elgin Distribution System (Waterworks 
#260094627).

Treatment Processes

• The owner had ensured that all equipment was installed in accordance with Schedule A and Schedule C of 
the Drinking Water Works Permit.

The Newbury distribution system receives water from the West Elgin Water Treatment Plant by way of the 
Southwest Middlesex distribution system and consists of approximately 15.3 kilometres of distribution watermains.  
Drinking Water Works Permit 249-201 – Issue #1 and #2 do not reference any treatment equipment within the 
Newbury drinking water system.

• Up-to-date plans for the drinking-water system were kept in a place, or made available in such a manner, 
that they could be readily viewed by all persons responsible for all or part of the operation of the drinking 
water system in accordance with the Drinking Water Works Permit and Municipal Drinking Water Licence 
issued under Part V of the SDWA.
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Treatment Processes

The Owner provided a map of the distribution system originally dated 1991 and updated in 2009. This map 
identifies the location of the watermains, their diameter and the location of blow off valves. An additional map was 
provided which identifies the locations of fire hydrants on the system. It is understood that this map is 
representative of the current configuration of the system.

Treatment Process Monitoring

• The secondary disinfectant residual was measured as required for the distribution system.

Ontario Regulation 170/03 – Schedule 7-2(3) and 7-2(4) stipulates that at least seven distribution samples are 
collected for testing each week for free chlorine residual.  A sample for chlorine residual testing can be collected 
each day, otherwise at least four samples must be collected on one day, and at least three samples must be 
collected on another day in the same week, at least 48 hours apart.

According to the documentation provided for review, the Operating Authority typically collects at least four samples 
on one day during the week, and then collects at least three additional samples during the same week at least 48 
hours after the original samples were collected.

• Samples for chlorine residual analysis were tested using an acceptable portable device.

Distribution System

• The owner had up-to-date documents describing the distribution components as required.

The Operating Authority provided four drawings representing the distribution system.  One of the drawings is dated 
October 2009 and it represents the watermain / property layout throughout the town.  The remaining drawings are 
dated 1991 and represent the location of hydrants, blow off valves, shut off valves, location of chambers, etc.  The 
Operating Authority advised that these maps are representative of the current distribution system.

• There is a backflow prevention program, policy and/or bylaw in place.

The Village of Newbury has a bylaw (#851-91) which states that a direct or indirect connection between water lines 
which are part of a private water system and those which are part of the public waterworks system are not allowed.
Any connection to the system must be approved by permit and at that time a backflow preventer must be installed 
to prevent any cross-connections or backflow problems.

• Existing parts of the distribution system that are taken out of service for inspection, repair or other 
activities that may lead to contamination, and all new parts of the distribution system that come in contact 
with drinking water, were disinfected in accordance with Schedule B, Condition 2.3 of the Drinking Water 
Works Permit, or an equivalent procedure (i.e. the Watermain Disinfection Procedure).

• The owner had implemented a program for the flushing of watermains as per industry standards.

The Newbury Distribution System currently completes flushing twice a year.  According to the Operation and 
Maintenance Manual, the flushing is to be completed once in the fall prior to September 30th and once in the spring
before April 30th.

• Records confirmed that disinfectant residuals were routinely checked at the extremities and "dead ends" of
the distribution system.

• A program was in place for inspecting and exercising valves.

• There was a program in place for inspecting and operating hydrants.
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Distribution System

Hydrants are inspected during the flushing program twice a year. A record is kept of the date, the number of the 
hydrant and any maintenance that needs to be completed on the hydrants.

• There was a by-law or policy in place limiting access to hydrants.

Currently there is not a by-law in place at the Village of Newbury limiting access to the hydrants.  However, there is 
a policy in place restricting access to the hydrants to fire fighters, the superintendent and the operators of the 
Newbury Drinking Water System.

• The owner was able to maintain proper pressures in the distribution system and pressure was monitored to
alert the operator of conditions which may lead to loss of pressure below the value under which the system
is designed to operate.

The Operations Manual for the Newbury Drinking Water System includes a form to be filled out should they have a 
complaint about the pressure of the water. During the inspection review period there were no customer complaints 
regarding the water pressure within the Village of Newbury.  In addition, there is a pressure gauge installed at the 
municipal post office building from which pressure readings are taken.  The Operating Authority advised that they 
have not had significant issues with pressure.

• The donor had provided an Annual Report to the receiver drinking water system.

Southwest Middlesex Drinking Water System and the West Elgin Drinking Water System provided copies of their 
Annual Reports to the Village of Newbury.

Operations Manuals

• Operators and maintenance personnel had ready access to operations and maintenance manuals.

The Operations and Maintenance Manual is located within the municipal office.  The most current version of the 
manual is February 19, 2016 (Version #4).

• The operations and maintenance manuals contained plans, drawings and process descriptions sufficient 
for the safe and efficient operation of the system.

The Operations and Maintenance Manual contained a  drawing of the Village of Newbury with the sampling 
locations identified. In addition, the Owner provided additional maps of the system which identify the size of the 
watermains, the location of valves and the location of fire hydrants.  It is recommended that all plan drawings be 
included within the Operations and Maintenance Manual.

There are no process descriptions within the Operations and Maintenance Manual for this water system as it 
receives treated water from another distribution system and there is no chemical addition to the water within this 
distribution system.

• The operations and maintenance manuals met the requirements of the Drinking Water Works Permit and 
Municipal Drinking Water Licence issued under Part V of the SDWA.

Logbooks

• Records or other record keeping mechanisms confirmed that operational testing not performed by 
continuous monitoring equipment was being done by a certified operator, water quality analyst, or person 
who suffices the requirements of O. Reg. 170/03 7-5.

• For every required operational test and every required sample, a record was made of the date, time, 
location, name of the person conducting the test and result of the test.
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Logbooks

• Logs or other record keeping mechanisms were available for at least five (5) years.

Consumer Relations

• The owner and/or operating authority undertook efforts to promote water conservation and reduce water 
losses in their system.

The Operating Authority advised that all service connections are metered and billed on a monthly basis.  In 
addition, it is understood that a flyer is circulated to the residents of Newbury to limit usage in the summer months.

Certification and Training

• The overall responsible operator had been designated for each subsystem.

• Operators in charge had been designated for all subsystems which comprised the drinking-water system.

• All activities that were undertaken by uncertified persons in the DW subsystems were overseen by persons
having the prescribed qualifications.

• All operators possessed the required certification.

• An adequately licenced operator was designated to act in place of the overall responsible operator when 
the overall responsible operator was unable to act.

Water Quality Monitoring

• All microbiological water quality monitoring requirements for distribution samples were being met.

Ontario Regulation 170/03 – Schedule 10-2 stipulates that distribution water samples are required to be collected 
for testing every week within the frequency prescribed by Ontario Regulation 170/03 – Schedule 6-1.1 (1). Testing 
of the samples collected from the distribution system must include E. coli, total coliforms on all samples, and 25% of
the required samples must be tested for general bacteria population expressed as colony counts on a heterotrophic
plate count.

Over the course of the inspection period, the Operating Authority typically collected two microbiological samples per
week for testing which meets with the legislative requirements for the total number of monthly samples.

• All haloacetic acid water quality monitoring requirements prescribed by legislation are being conducted 
within the required frequency and at the required location.

Ontario Regulation 170/03 – Schedule 13-6.1 stipulates that haloacetic acids are required to be collected and 
tested every three months from the distribution water within the required frequency as prescribed by Ontario 
Regulation 170/03 – Schedule 6-1.1(4).  The requirement for collecting and analysing haloacetic acids became 
effective on January 1, 2017.  Over the course of the inspection period, samples were collected on the following 
days from the distribution system:

   1. January 23, 2017 – HAA = 24 ug/L

Based on the aforementioned tests, the Owner / Operating Authority are in compliance with the requirements for 
collecting haloacetic acids water quality samples as prescribed on Ontario Regulation 170/03 – Schedule 13-6.1.
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Water Quality Monitoring

• All trihalomethane water quality monitoring requirements prescribed by legislation were conducted within 
the required frequency and at the required location.

Ontario Regulation 170/03 – Schedule 13-6 stipulates that trihalomethanes are required to be collected and tested 
every three months from the distribution water within the required frequency as prescribed by Ontario Regulation 
170/03 – Schedule 6-1.1(4). Over the course of the inspection period, samples were collected on the following days
from the distribution system:

1.	January 19, 2016 – THM = 59.2 ug/L
2.	April 19, 2016 – THM = 52.8 ug/L
3.	July 18, 2016 – THM = 66.8 ug/L
4.	October 24, 2016 – THM = 123 ug/L
5.	January 23, 2017 – THM = 47.9 ug/L

Based on the aforementioned tests, the Owner / Operating Authority are in compliance with the requirements for 
collecting trihalomethane water quality samples as prescribed on Ontario Regulation 170/03 – Schedule 13-6.

• The owner ensured that water samples were taken at the prescribed location.

• All sampling requirements for lead prescribed by schedule 15.1 of O. Reg. 170/03 were not met.

It is understood that the Newbury water distribution system is currently under an exemption for lead sampling, and 
as such residential and non-residential plumbing samples are not required to be collected.  However, sampling for 
lead, alkalinity, and pH must still be conducted from the distribution system as prescribed by the requirements of 
Ontario Regulation 170/03 – Schedule 15.1-5.

Over the course of the inspection period, two lead sampling periods occurred. The following presents a history of 
the more recent lead sampling conducted by the Operating Authority:

1. December 15, 2014 to April 15, 2015:
   a. 1 Distribution sample collected on April 12, 2015 for Lead, Alkalinity and pH testing

2. June 15, 2015 to October 15, 2015:
   a. 1 Distribution sample on September 27, 2015 for Lead, Alkalinity and pH testing

3. December 15, 2015 to April 15, 2016:
   a. 1 Distribution sample collected on May 3, 2016 for Alkalinity and pH testing

4. June 15, 2016 to October 15, 2016:
   a. 1 Distribution sample collected on September 19, 2016 for Alkalinity and pH testing

The Owner / Operating Authority collected the required samples as per the requirements of Ontario Regulation 
170/03 – Schedule 15.1-5, however, the sample collected on May 3, 2016, did not fall within the sampling window 
from December 15, 2015 to April 15, 2016.

In addition, the Owner / Operating Authority is reminded that lead sampling from the distribution system is required 
in both periods every third year.

• Records confirmed that chlorine residual tests were being conducted at the same time and at the same 
location that microbiological samples were obtained.
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Water Quality Monitoring

• The drinking water system owner submitted written notices to the Director that identified the laboratories 
that were conducting tests for parameters required by legislation, Order, Drinking Water Works Permit or 
Municipal Drinking Water Licence.

• The owner indicated that the required records are kept and will be kept for the required time period.

Water Quality Assessment

• Records showed that all water sample results taken during the inspection review period did not exceed the 
values of tables 1, 2 and 3 of the Ontario Drinking Water Quality Standards (O.Reg. 169/03).

Reporting & Corrective Actions

• The Annual Report containing the required information was prepared by February 28th of the following 
year.

• Summary Reports for municipal council were completed on time, included the required content, and were 
distributed in accordance with the regulatory requirements.

• All changes to the system registration information were provided within ten (10) days of the change.

The information included on the Drinking Water Information System profile is accurate, but the Owner has elected 
to added a couple of extra emergency phone numbers to it.

• The owner had evidence that all required notifications to all legal owners associated with the Drinking 
Water System had been made during the inspection period.

The Owner advised that this information is presented within the council minutes.

Other Inspection Findings

• The following issues were also noted during the inspection:

A. The Newbury drinking water system receives its potable water from the Southwest Middlesex drinking water 
system which is its donor system.  In addition, the Newbury drinking water system acts as a donor system back to 
the Southwest Middlesex drinking water system for several homes located to the north of Newbury.  The Annual 
Report references the Southwest Middlesex drinking water system as a donor to the Newbury system, but the 
Newbury system is not listed as a subsequent donor back to the Southwest Middlesex drinking water system.
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NON-COMPLIANCE WITH REGULATORY REQUIREMENTS AND ACTIONS REQUIRED

This section provides a summary of all non-compliance with regulatory requirements identified during the 
inspection period, as well as actions required to address these issues. Further details pertaining to these items 
can be found in the body of the inspection report.
 

1 All sampling requirements for lead prescribed by schedule 15.1 of O. Reg. 170/03 were not met. 

It is understood that the Newbury water distribution system is currently under an exemption for lead sampling, and 
as such residential and non-residential plumbing samples are not required to be collected.  However, sampling for 
lead, alkalinity, and pH must still be conducted from the distribution system as prescribed by the requirements of 
Ontario Regulation 170/03 – Schedule 15.1-5.

Over the course of the inspection period, two lead sampling periods occurred. The following presents a history of the
more recent lead sampling conducted by the Operating Authority:

1. December 15, 2014 to April 15, 2015:
   a. 1 Distribution sample collected on April 12, 2015 for Lead, Alkalinity and pH testing

2. June 15, 2015 to October 15, 2015:
   a. 1 Distribution sample on September 27, 2015 for Lead, Alkalinity and pH testing

3. December 15, 2015 to April 15, 2016:
   a. 1 Distribution sample collected on May 3, 2016 for Alkalinity and pH testing

4. June 15, 2016 to October 15, 2016:
   a. 1 Distribution sample collected on September 19, 2016 for Alkalinity and pH testing

The Owner / Operating Authority collected the required samples as per the requirements of Ontario Regulation 
170/03 – Schedule 15.1-5, however, the sample collected on May 3, 2016, did not fall within the sampling window 
from December 15, 2015 to April 15, 2016.

In addition, the Owner / Operating Authority is reminded that lead sampling from the distribution system is required 
in both periods every third year.

Action(s) Required:

From herein, the Owner / Operating Authority shall ensure that all lead samples prescribed by Ontario Regulation 
170/03 – Schedule 15.1-5(5) are collected within the appropriate sampling window.  Compliance with this 
requirement will be assessed during the next inspection of the drinking water system. 
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SUMMARY OF RECOMMENDATIONS AND BEST PRACTICE ISSUES

This section provides a summary of all recommendations and best practice issues identified during the inspection 
period.  Details pertaining to these items can be found in the body of the inspection report.  In the interest of 
continuous improvement in the interim, it is recommended that owners and operators develop an awareness of the
following issues and consider measures to address them.
 

1 . The following issues were also noted during the inspection: 
A. The Newbury drinking water system receives its potable water from the Southwest Middlesex drinking water 
system which is its donor system.  In addition, the Newbury drinking water system acts as a donor system back to 
the Southwest Middlesex drinking water system for several homes located to the north of Newbury.  The Annual 
Report references the Southwest Middlesex drinking water system as a donor to the Newbury system, but the 
Newbury system is not listed as a subsequent donor back to the Southwest Middlesex drinking water system.

Recommendation:

A. From herein, the Owner shall indicate in the Annual Report that the Newbury drinking water system is also a 
donor to the Southwest Middlesex drinking water system. 
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Key Reference and Guidance Material for 
Municipal Residential Drinking Water Systems
Many useful materials are available to help you 
operate your drinking water system. Below is 
a list of key materials owners and operators of 
municipal residential drinking water systems 
frequently use. 

To access these materials online click on their 
titles in the table below or use your web browser 
to search for their titles. Contact the Public 
Information Centre if you need assistance or 
have questions at 1-800-565-4923/416-325-4000 or 
picemail.moe@ontario.ca. 

For more information on Ontario’s drinking water 
visit www.ontario.ca/drinkingwater  and email 
drinking.water@ontario.ca to subscribe to 
drinking water news.

PIBS 8990b01

ontario.ca/drinkingwater

PUBLICATION TITLE PUBLICATION NUMBER

Taking Care of Your Drinking Water: A Guide for Members of Municipal Councils 7889e01

FORMS: Drinking Water System Profile Information,  Laboratory Services Notification, 
Adverse Test Result Notification Form

7419e, 5387e, 4444e

Procedure for Disinfection of Drinking Water in Ontario 4448e01

Strategies for Minimizing the Disinfection Products Trihalomethanes and Haloacetic Acids 7152e

Total Trihalomethane  (TTHM) Reporting Requirements  Technical Bulletin  (February 2011) 8215e

Filtration Processes Technical Bulletin 7467

Ultraviolet Disinfection Technical Bulletin 7685

Guide for Applying for Drinking Water Works Permit Amendments, Licence Amendments, 
Licence Renewals and New System Applications 

7014e01

Certification Guide for Operators and Water Quality Analysts

Guide to Drinking Water Operator Training Requirements 9802e

Taking Samples for the Community Lead Testing Program 6560e01

Community Sampling and Testing for Lead: Standard and Reduced Sampling and Eligibility 
for Exemption

7423e

Guide: Requesting Regulatory Relief from Lead Sampling Requirements 6610

Drinking Water System Contact List 7128e

Technical Support Document for Ontario Drinking Water Quality Standards 4449e01

March 2015

http://www.ontario.ca/document/taking-care-your-drinking-water-guide-members-municipal-councils
http://www.ontario.ca/document/drinking-water-system-profile-information-form
http://www.ontario.ca/document/laboratory-services-notification-form
http://www.forms.ssb.gov.on.ca/mbs/ssb/forms/ssbforms.nsf/FormDetail?OpenForm&amp;ACT=RDR&amp;TAB=PROFILE&amp;SRCH&amp;ENV=WWE&amp;TIT=notice%2Bof%2Badverse%2Bwater%2B&amp;NO=012-4444
http://www.ontario.ca/document/procedure-disinfection-drinking-water-ontario
http://www.ontario.ca/document/strategies-minimizing-disinfection-products-trihalomethanes-and-haloacetic-acids
http://www.ontario.ca/document/total-trihalomethane-tthm-reporting-requirements-technical-bulletin
http://www.ontario.ca/document/filtration-processes-technical-bulletin
http://www.ontario.ca/document/ultraviolet-disinfection-technical-bulletin
http://www.ontario.ca/document/guide-applying-drinking-water-works-permit-amendments-licence-amendments-licence-renewals-and-new
http://www.ontario.ca/document/guide-applying-drinking-water-works-permit-amendments-licence-amendments-licence-renewals-and-new
http://www.ontario.ca/document/certification-guide-operators-and-water-quality-analysts
http://owwco.ca/Guidelines/Guide to Drinking Water Operator Training Requirements in O. Reg. 128 04_online.pdf
https://archive.org/details/takingsamplesfor00snsn21814/
http://www.ontario.ca/document/community-sampling-and-testing-lead-standard-and-reduced-sampling-and-eligibility-exemption
http://www.ontario.ca/document/community-sampling-and-testing-lead-standard-and-reduced-sampling-and-eligibility-exemption
https://www.ontario.ca/document/guide-requesting-regulatory-relief-lead-sampling-requirements
https://www.ontario.ca/document/drinking-water-system-contact-list
http://www.ontario.ca/document/technical-support-document-ontario-drinking-water-standards-objectives-and-guidelines


Principaux guides et documents de référence 
sur les réseaux résidentiels municipaux d’eau 
potable
De nombreux documents utiles peuvent vous 
aider à exploiter votre réseau d’eau potable. Vous 
trouverez ci-après une liste de documents que les 
propriétaires et exploitants de réseaux résidentiels 
municipaux d’eau potable utilisent fréquemment.

Pour accéder à ces documents en ligne, cliquez 
sur leur titre dans le tableau ci-dessous ou faites 
une recherche à l’aide de votre navigateur Web. 
Communiquez avec le Centre d’information au 
public au 1 800 565-4923 ou au 416 325-4000, ou 
encore à picemail.moe@ontario.ca si vous avez 
des questions ou besoin d’aide. 

PIBS 8990b01

ontario.ca/eaupotable

Pour plus de renseignements sur l’eau potable 
en Ontario, consultez le site www.ontario.ca/
eaupotable ou envoyez un courriel à  
drinking.water@ontario.ca pour suivre 
l’information sur l’eau potable.

TITRE DE LA PUBLICATION NUMÉRO DE PUBLICATION

Prendre soin de votre eau potable – Un guide destiné aux membres des conseils municipaux 7889f01

Renseignements sur le profil du réseau d’eau potable, Avis de demande de services de laboratoire, 
Formulaire de communication de résultats d’analyse insatisfaisants et du règlement des problèmes 7419f, 5387f, 4444f

Marche à suivre pour désinfecter l’eau potable en Ontario 4448f01

Strategies for Minimizing the Disinfection Products Thrihalomethanes and Haloacetic Acids (en 
anglais seulement) 7152e

Total Trihalomethane (TTHM) Reporting Requirements: Technical Bulletin (février 2011) (en anglais 
seulement) 8215e

Filtration Processes Technical Bulletin (en anglais seulement) 7467

Ultraviolet Disinfection Technical Bulletin (en anglais seulement) 7685

Guide de présentation d’une demande de modification du permis d’aménagement de station 
de production d’eau potable, de modification du permis de réseau municipal d’eau potable, de 
renouvellement du permis de réseau municipal d’eau potable et de permis pour un nouveau réseau

7014f01

Guide sur l’accréditation des exploitants de réseaux d’eau potable et des analystes de la qualité de 
l’eau de réseaux d’eau potable

Guide sur les exigences relatives à la formation des exploitants de réseaux d’eau potable 9802f

Prélèvement d’échantillons dans le cadre du programme d’analyse de la teneur en plomb de l’eau 
dans les collectivités 6560f01

Échantillonnage et analyse du plomb dans les collectivités : échantillonnage normalisé ou réduit et 
admissibilité à l’exemption 7423f

Guide: Requesting Regulatory Relief from Lead Sampling Requirements (en anglais seulement) 6610

Liste des personnes-ressources du réseau d’eau potable 7128f

Document d’aide technique pour les normes, directives et objectifs associés à la qualité de l’eau 
potable en Ontario 4449f01

Mars 2015

http://www.ontario.ca/eaupotable
http://www.ontario.ca/eaupotable
http://www.ontario.ca/fr/document/prendre-soin-de-votre-eau-potable-un-guide-destine-aux-membres-des-conseils-municipaux
https://www.ontario.ca/fr/document/renseignements-sur-le-profil-du-reseau-deau-potable
http://www.ontario.ca/fr/document/avis-de-demande-de-services-de-laboratoire
http://www.forms.ssb.gov.on.ca/mbs/ssb/forms/ssbforms.nsf/FormDetail?OpenForm&amp;ACT=RDR&amp;TAB=PROFILE&amp;SRCH&amp;ENV=WWF&amp;TIT=444&amp;NO=012-4444
http://www.ontario.ca/fr/document/marche-suivre-pour-desinfecter-leau-potable-en-ontario
http://www.ontario.ca/fr/document/strategies-pour-minimiser-les-trihalomethanes-et-les-acides-haloacetiques-de-sous-produits-de
http://www.ontario.ca/fr/document/strategies-pour-minimiser-les-trihalomethanes-et-les-acides-haloacetiques-de-sous-produits-de
http://www.ontario.ca/fr/document/bulletin-technique-sur-les-exigences-de-declaration-de-la-concentration-totale-de-trihalomethane
http://www.ontario.ca/fr/document/bulletin-technique-sur-les-exigences-de-declaration-de-la-concentration-totale-de-trihalomethane
http://www.ontario.ca/fr/document/bulletin-technique-sur-les-processus-de-filtration
http://www.ontario.ca/fr/document/bulletin-technique-sur-la-desinfection-par-ultraviolet
https://www.ontario.ca/fr/document/guide-de-presentation-dune-demande-de-modification-du-permis-damenagement-de-station-de-production
https://www.ontario.ca/fr/document/guide-de-presentation-dune-demande-de-modification-du-permis-damenagement-de-station-de-production
https://www.ontario.ca/fr/document/guide-de-presentation-dune-demande-de-modification-du-permis-damenagement-de-station-de-production
http://www.ontario.ca/fr/document/guide-sur-laccreditation-des-exploitants-de-reseaux-deau-potable-et-des-analystes-de-la-qualite-de
http://www.ontario.ca/fr/document/guide-sur-laccreditation-des-exploitants-de-reseaux-deau-potable-et-des-analystes-de-la-qualite-de
http://owwco.ca/Guidelines/Guide to Drinking Water Operator Training Requirements in O. Reg. 128 04_FR_online.pdf
http://we.tl/EZahvipqJa
http://we.tl/EZahvipqJa
http://www.ontario.ca/fr/document/echantillonnage-et-analyse-du-plomb-dans-les-collectivites-echantillonnage-normalise-ou-reduit-et
http://www.ontario.ca/fr/document/echantillonnage-et-analyse-du-plomb-dans-les-collectivites-echantillonnage-normalise-ou-reduit-et
https://www.ontario.ca/fr/document/guide-pour-faire-une-demande-de-dispense-des-exigences-danalyse-de-la-teneur-en-plomb
https://www.ontario.ca/fr/document/liste-des-personnes-ressources-du-reseau-deau-potable
http://www.ontario.ca/fr/document/document-daide-technique-pour-les-normes-directives-et-objectifs-associes-la-qualite-de-leau-potable
http://www.ontario.ca/fr/document/document-daide-technique-pour-les-normes-directives-et-objectifs-associes-la-qualite-de-leau-potable
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APPLICATION OF THE

RISK METHODOLOGY  
USED FOR MEASURING MUNICIPAL RESIDENTIAL 
DRINKING WATER SYSTEM INSPECTION RESULTS

The Ministry of the Environment (MOE) has a 

rigorous and comprehensive inspection program 

for municipal residential drinking water systems 

(MRDWS). Its objective is to determine the com-

pliance of MRDWS with requirements under the 

Safe Drinking Water Act and associated regula-

tions. It is the responsibility of the municipal resi-

dential drinking water system owner to ensure 

their drinking water systems are in compliance 

with all applicable legal requirements. 

This document describes the risk rating methodol-

ogy, which has been applied to the findings of the 

Ministry’s MRDWS inspection results since fiscal 

year 2008-09. The primary goals of this assessment 

are to encourage ongoing improvement of these sys-

tems and to establish a way to measure this progress. 

MOE reviews the risk rating methodology every 

three years.

The Ministry’s Municipal Residential Drinking 

Water Inspection Protocol contains up to 14 in-

spection modules and consists of approximately 

120 regulatory questions. Those protocol ques-

tions are also linked to definitive guidance that 

ministry inspectors use when conducting MRDWS 

inspections. 

PIBS 6797e

April 2012

ontario.ca/drinkingwater



2 APPLICATION OF RISK METHODOLOGY

The questions address a wide range of regulatory 

issues, from administrative procedures to drinking 

water quality monitoring. The inspection protocol 

also contains a number of non-regulatory questions.

A team of drinking water specialists in the ministry 

assessed each of the inspection protocol regulatory 

questions to determine the risk (not complying with 

the regulation) to the delivery of safe drinking water. 

This assessment was based on established provincial 

risk assessment principles, with each question re-

ceiving a risk rating referred to as the Question Risk 

Rating. Based on the number of areas where a system 

is deemed to be non-compliant during the inspection, 

and the significance of these areas to administrative, 

environmental, and health consequences, a risk-

based inspection rating is calculated by the ministry 

for each drinking water system.

It is important to be aware that an inspection rating 

less than 100 per cent does not mean the drinking 

water from the system is unsafe. It shows areas 

where a system’s operation can improve. The ministry 

works with owners and operators of systems to make 

sure they know what they need to do to achieve full 

compliance. 

The inspection rating reflects the inspection results 

of the specific drinking water system for the report-

ing year. Since the methodology is applied consis-

tently over a period of years, it serves as a compara-

tive measure both provincially and in relation to the 

individual system. Both the drinking water system 

and the public are able to track the performance over 

time, which encourages continuous improvement 

and allows systems to identify specific areas requir-

ing attention.

The ministry’s annual inspection program is an im-

portant aspect of our drinking water safety net. The 

ministry and its partners share a common commit-

ment to excellence and we continue to work toward 

the goal of 100 per cent regulatory compliance.

Determining Potential to Compromise 
the Delivery of Safe Water

The risk management approach used for MRDWS 

is aligned with the Government of Ontario’s Risk 

Management Framework. Risk management is a 

systematic approach to identifying potential hazards, 

understanding the likelihood and consequences of 

the hazards, and taking steps to reduce their risk if 

necessary and as appropriate.

The Risk Management Framework provides a formu-

la to be used in the determination of risk:

Every regulatory question in the inspection proto-

col possesses a likelihood value (L) for an assigned 

consequence value (C) as described in Table 1 and 

Table 2.

TABLE 1:

Likelihood of Consequence Occurring Likelihood Value

0% - 0.99% (Possible but Highly Unlikely) L = 0

1 – 10% (Unlikely) L = 1

11 – 49% (Possible) L = 2

50 – 89% (Likely) L = 3

90 – 100% (Almost Certain) L = 4

TABLE 2:

Consequence Consequence Value

Medium Administrative Consequence C = 1

Major Administrative Consequence C = 2

Minor Environmental Consequence C = 3

Minor Health Consequence C = 4

Medium Environmental Consequence C = 5

Major Environmental Consequence C = 6

Medium Health Consequence C = 7

Major Health Consequence C = 8

RISK = LIKELIHOOD × CONSEQUENCE
(of the consequence)



3APPLICATION OF RISK METHODOLOGY

The consequence values (0 through 8) are selected 

to align with other risk-based programs and projects 

currently under development or in use within the 

ministry as outlined in Table 2.

The Question Risk Rating for each regulatory in-

spection question is derived from an evaluation of 

every identified consequence and its correspond-

ing likelihood of occurrence:

• All levels of consequence are evaluated for 

their potential to occur

• Greatest of all the combinations is selected.

TABLE 3:

Does the Operator in Charge ensure that the equipment and processes are monitored, inspected and evaluated?

Risk = Likelihood × Consequence

C=1 C=2 C=3 C=4 C=5 C=6 C=7 C=8

Medium
Administrative
Consequence

Major
Administrative
Consequence

Minor
Environmental
Consequence

Minor
Health

Consequence

Medium
Environmental
Consequence

Major
Environmental
Consequence

Medium
Health

Consequence

Major
Health

Consequence

L=4
(Almost 
Certain)

L=1
(Unlikely

L=2
(Possible)

L=3
(Likely)

L=3
(Likely)

L=1
(Unlikely

L=3
(Likely)

L=2
(Possible)

R=4 R=2 R=6 R=12 R=15 R=6 R=21 R=16

Application of the Methodology to Inspection Results 

The Question Risk Rating quantifies the risk of 

non-compliance of each question relative to the 

others. Questions with higher values are those with 

a potentially more significant impact on drinking 

water safety and a higher likelihood of occurrence. 

The highest possible value would be 32 (4×8) and the 

lowest would be 0 (0×1). 

Table 3 presents a sample question showing the 

risk rating determination process.

Based on the results of a MRDWS inspection, an 

overall inspection risk rating is calculated. During an 

inspection, inspectors answer the questions related 

to regulatory compliance and input their “yes”, “no” 

or “not applicable” responses into the Ministry’s 

Laboratory and Waterworks Inspection System 

(LWIS) database. A “no” response indicates non-

compliance. The maximum number of regulatory 

questions asked by an inspector varies by: system 

(i.e., distribution, stand-alone); type of inspection (i.e., 

focused, detailed); and source type (i.e., groundwater, 

surface water).

 

The risk ratings of all non-compliant answers are 

summed and divided by the sum of the risk ratings 

of all questions asked (maximum question rating). 

The resulting inspection risk rating (as a percentage) 

is subtracted from 100 per cent to arrive at the final 

inspection rating. 



4 APPLICATION OF RISK METHODOLOGY

1. Source

2. Permit to Take Water

3. Capacity Assessment

4. Treatment Processes

5. Process Wastewater

6. Distribution System

7. Operations Manuals

8. Logbooks

9. Contingency and 
Emergency Planning

10. Consumer Relations

11. Certification and Training

12. Water Quality Monitoring

13. Reporting, Notification 
and Corrective Actions

14. Other Inspection Findings

For further information, please visit www.ontario.ca/drinkingwater

Figure 1: Year Over Year Distribution of MRDWS Ratings

Reporting Results to MRDWS Owners/Operators
A summary of inspection findings for each system 
is generated in the form of an Inspection Rating 
Record (IRR). The findings are grouped into the 
14 possible modules of the inspection protocol, 
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which would provide the system owner/operator 
with information on the areas where they need to 
improve. The 14 modules are: 

Application of the Methodology for Public Reporting
The individual MRDWS Total Inspection Ratings are 
published with the ministry’s Chief Drinking Water 
Inspector’s Annual Report. 

Figure 1 presents the distribution of MRDWS rat-
ings for a sample of annual inspections. Individual 
drinking water systems can compare against all the 
other inspected facilities over a period of inspection 
years.



Ministry of the Environment - Inspection Summary Rating Record (Reporting Year - 2017-2018)

DWS Name: NEWBURY (WEST ELGIN AWS) DISTRIBUTION SYSTEM
DWS Number: 260005463

DWS Owner: Newbury, The Corporation Of The Village Of
Municipal Location: Newbury

Regulation: O.REG 170/03
Category: Large Municipal Residential System

Type Of Inspection: Standalone
Inspection Date: April 19, 2017

Ministry Office: London District

                                   
Maximum Question Rating: 270

              

Inspection Module Non-Compliance Rating

Treatment Processes 0 / 18

Distribution System 0 / 25

Operations Manuals 0 / 42

Logbooks 0 / 22

Certification and Training 0 / 43

Water Quality Monitoring 8 / 75

Reporting & Corrective Actions 0 / 16

Treatment Process Monitoring 0 / 29

TOTAL 8 / 270
           

Inspection Risk Rating 2.96%

                

FINAL INSPECTION RATING: 97.04%

Inspection Rating Record Generated On 18-MAY-17 (Inspection ID: 1-F6WFA).
R:\Public\DW\DW-08 Compliance\Shared Comp Data\Inspection Ratings 1718\Tom Clubb\1718 NEWBURY (WEST ELGIN AWS) DISTRIBUTION SYSTEM 1-F6WFA.pdf



Ministry of the Environment - Detailed Inspection Rating Record (Reporting Year - 2017-2018)

DWS Name: NEWBURY (WEST ELGIN AWS) DISTRIBUTION SYSTEM
DWS Number: 260005463

DWS Owner: Newbury, The Corporation Of The Village Of
Municipal Location: Newbury

Regulation: O.REG 170/03
Category: Large Municipal Residential System

Type Of Inspection: Standalone
Inspection Date: April 19, 2017

Ministry Office: London District
                                   
              

 

Non-compliant Question(s) Question 
Rating

Water Quality Monitoring

Are all sampling requirements for lead being met as prescribed by schedule 15.1 of O. Reg. 
170/03?

8

TOTAL QUESTION RATING 8

             
           

Maximum Question Rating: 270
           

Inspection Risk Rating 2.96%

                

FINAL INSPECTION RATING: 97.04%

Inspection Rating Record Generated On 18-MAY-17 (Inspection ID: 1-F6WFA).
R:\Public\DW\DW-08 Compliance\Shared Comp Data\Inspection Ratings 1718\Tom Clubb\1718 NEWBURY (WEST ELGIN AWS) DISTRIBUTION SYSTEM 1-F6WFA.pdf




